,,,,,, @ Applicable to 02/E101P ONLY Applicable to 01/E101P ONLY ‘ .
@ SERVICE SWITCHBOARD 'SWBD #1°. SEE POWER RISER DIAGRAM ON DWG. E210. 1 | J-BOX FOR ELECTRIC WATER COOLER. 17| SPECIAL OUTLET FOR KILN, NEMA TYPE 15-50R FOR ELECTRICAL KILN. A .
@ SERVICE METER. SEE POWER RISER DIAGRAM ON DWG. E210. ' 2 | STUB-UP FOUR (4) 4" PVC SCHEDULE 40 E.C WITH PULLSTRING FOR INCOMING TELEPHONE 18| CONNECT TO CIRCUIT P1-79.
@ DEDICATED PHONE OUTLET FOR SERVICE METER AND CATV SERVICE. 19| CONNECT TO CIRCUIT P1-51 WISNEWSKI BLAIR
' 3 | PAD EACH WALL INSIDE TELECOMMUNICATION ROOM WITH 3/4” THICK x 8 HIGH FIRE RATED ' & ASSOCIATES, Ltd
- @ MAIN DISTRIBUTION PANEL 'MDP1’. SEE POWER RISER DIAGRAM ON DWG. E210. PLYWOOD BACKBOARD FOR TELEPHONE AND CATV EQUIPMENT. 20| 3P-60A, 240V, N.F.S.S, NEMA TYPE '4X, FOR OVEN.
{ A , Architecture
N 5 11 30cd @ TRANSFORMER 'T1’. SEE POWER RISER DIAGRAM ON DWG. E210. 4 | 2P—30A, 240V, F.S.S, NEMA TYPE ’3R’, FUSED AT 15A. 21| J-BOX FOR EXHAUST HOOD LIGHTING AND POWER. Engineering
Planning
@ PANEL 'D1’. SEE POWER RISER DIAGRAM ON DWG. E210. 5 | 3P—400A, N.F.S.S, NEMA TYPE "4X’, WALL MOUNTED. 22| DEDICATED POWER OUTLET FOR MICROWAVE. COORDINATE MOUNTING HEIGHT WITH : Interior Design
ARCHITECTURAL DWGS. Facilities Management
@ PANEL 'M1’. SEE POWER RISER DIAGRAM ON DWG. E210. 6 | SECONDARY BUILDING GROUNDING BUS. SEE GROUNDING RISER DIAGRAM ON DWG. E210.
ELECTRICAL 23| DEDICATED POWER OUTLET FOR REFRIGERATOR. COORDINATE MOUNTING HEIGHT WITH
SERVICE ROOM PANEL ‘L1’. SEE POWER RISER DIAGRAM ON DWG. E210. 7 | J—BOX FOR DOOR EQUIPPED WITH DELAYED EGRESS LOCK. PROVIDE NECESSARY WIRING FOR ARCHITECTURAL DWGS.
CONNECTION TO FIRE ALARM SYSTEM SUCH AS THE DOOR UNLOCKS UPON ACTUATION OF THE
@ SECONDARY BUILDING GROUNDING BUS. SEE GROUNDING RISER DIAGRAM ON DWG. E210. AUTOMATIC SPRINKLER SYSTEM OR AUTOMATIC FIRE DETECTION SYSTEM. COORDINATE WITH 25| 3P-30A, 240V, N.F.S.S, NEMA TYPE '4X’, FOR DISHWASHER.
, DOOR SUPPLIER FOR DOOR OPERATION SUCH AS THE DOOR UNLOCKS UPON LOSS OF POWER
FIRE ALARM CONTROL PANEL 'FACP’ INCLUDING VOICE EVACUATION AND AUTODIALER. SEE CONTROLLING THE LOCK MECHANISM. COORDINATE WITH DOOR SUPPLIER FOR INSTALLATION 26| DEDICATED POWER OUTLET FOR COPIER. o C.
GFCl - FIRE ALARM RISER ON DWG. E310. OF AN AUDIBLE SIGNAL DEVICE IN THE VICINITY OF THE DOOR THAT SHALL BE ACTIVATED roniis or ¢
DIST. “ UPON THE DOOR UNLOCK. 27| KNOX BOX LOCATION AT MAIN ENTRANCE. COORDINATE WITH OWNER FOR ROUGH-INS. s
cT MAIN MAINS OFF OF ; @ LIGHTING CONTROLLER FOR EXTERIOR LIGHTING CONTROL. REFER TO EXTERIOR LIGHTING o Brctecr . Exgrering g o ir Dl
" b g g3 | MAN £3 2 WIRING DIAGRAM ON THE SITE PLAN FOR ADDITIONAL INFORMATION. 8 | CONNECT TO CIRCUIT P1-5. 28| PANEL 'P1. SEE POWER RISER DIAGRAM ON DWG. E210. Phone (514 o404 i
: Columbus/Cincinnati/Nashvilie www.moodynolan.com
@ LIGHTING CONTROL PANEL FOR LIGHTING CONTROL IN KIDS GYM AND ACTIVITIES PROGRAM 9 | CONNECT TO CIRCUIT P1-23. 29| 2P-30A, 240V, F.S.S, NEMA TYPE °4X’, FUSED AT 20A, WALL MOUNTED FOR CHILLER HEAT
N — . ; SPACE. MANUFACTURED BY LITHONIA CAT. NO. SPAK 8S 120/277 LVMS PILOT IV. TRACE.
10| CONNECT TO CIRCUIT P1-10.
30| RECESS MOUNTED FIRE ALARM VOICE EVACUATION PANEL. SEE FIRE ALARM RISER ON
11| CONNECT TO CIRCUIT P1-56. DWG. E310 AND REFER TO FIRE ALARM SPECIFICATIONS FOR ADDITIONAL INFORMATION.
12| CONNECT TO CIRCUIT P1-76. 31| RECEPTACLE AND TELECOMMUNICATIONS OUTLETS BUILT—IN MILLWORK. COORDINATE FOR POTOMAC
- MOUNTING HEIGHT WITH ARCHIT )
o\ PARTIAL FLOOR PLAN - ELECTRICAL ) CONNECT To CIRGUT P1—101 OUNTING: HEIGHT WITH ARCHITECTURAL DRAWINGS E%Y
101P/ Scale: 1/4" = 1-0" 14| RECESS MOUNTED FIRE ALARM ANNUNCIATOR PANEL. SEE ANNUNCIATOR DETAIL ON INC
North GENERAL NOTES DWG. E310. .
Applicable to This Drawing Only 15| SEE POWER RISER DIAGRAM ON DWG. E210 FOR WIRE/CONDUIT SIZE. SEE SWITCHBOARD Enori‘gglg?g
ELEVATION AND SCHEDULE FOR ASSOCIATED BREAKER IDENTIFICATION AND SIZE. g
. P AMPER PROOF RECEPTACLES IN KIDS ROOMS. 20 South Quoker Lane
- PROVIDE TAMPER PROOF RECE CLASSROOMS 16] 3P—60A, 240V, F.S.S, NEMA TYPE 1, FUSED AT 50A Rexandia, Vegnia 2214
2. COORDINATE FOR POWER REQUIREMENTS AND ROUGH—INS WITH OWNER SELECTED TEL/DATA Phone: 703-683-5000
CONSULTANT, A/V CONSULTANT AND SECURITY CONSULTANT. Fax 703-823-3358
3. REFER TO SITE PLAN ON DWG. E002 FOR UNDERGROUND WORK.
4. COORDINATE FOR EXACT LOCATION OF POWER AND LOW VOLTAGE OUTLETS IN THE CONFERENCE
ROOM, - MULTIPURPOSE. ROOM - AND.-AT.-PROGRAM..STAFF.. WORKSTATIONS - WITH. FURNITURE
REQUIREMENTS.
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